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*  IF DIMENSION FOR A PARTICULAR SIDE OF THE THRUST BLOCK VARIES FROM THAT SHOWN,
   ADJUST REMAINING DIMENSIONS TO OBTAIN REQUIRED VOLUME

*  TEST PRESSURE 1.0 MPa, SOIL BEARING PRESSURE = 71.8 kPa


