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WATER SERVICE
20 MILLIMETRE TO

50 MILLIMETRE

GOOSENECK TO
START ON UNDISTURBED SOIL

MIN. 38 X 285 X 300
TREATED LUMBER
BASE

0° TO 30° FOR 19 AND 25
DIAMETER SERVICES.
0° FOR 38 AND 50 DIAMETER
SERVICES

RESIDENTIAL SERVICE  BOX

MIN. 38 x 89 CURB STOP
BOX MARKER, TOP 600
PAINTED BLUE

PROPERTY
LINE

HORIZONTAL AND VERTICAL
GOOSENECK FOR 19 AND 25
DIAMETER SERVICES ONLY

WIRE TO WIRE CRIMP ON CONNECTION
USING AWG # 10 BUTT CONNECTOR AND
PVC HEAT SHRINK SLEEVE

CONNECT TO LUG ON CURB
STOP OR CLAMP TO COPPER
WATER SERVICE CONNECT TO

EXISTING WATER
SERVICE OR
TO BUILDING
BY OTHERS

CONNECT TO
EXISTING WATER
SERVICE OR TO
HOUSE BY OTHERS

THE CITY OF WINNIPEG
WATER & WASTE DEPARTMENT

Revision: 2

DIMENSIONS IN MILLIMETERS
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UNDERGROUND WORKS COMMITTEE
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10.9 Kg  ZINC ANODE

10.9 Kg ZINC ANODE

 CURB STOP

WATER SERVICE

CORPORATION
STOP

            ELECTRICAL
GROUNDING CLAMP
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